
Wheelabrator Saugus Inc. 
100 Salem Turnpike 

Saugus, MA 01906 

(781) 233-7600 Tel 

(781) 231-2793 Fax 

February 7, 2014 

George Harding 

A Waste Management Company 

U.S. Environmental Protection Agency 
Water Technical Unit (SMR-04) 
5 Post Office Square- Suite 100 
Boston, MA 02109-3912 

RE: Wheelabrator Saugus Inc 
100 Salem Turnpike, Saugus, Massachusetts 01906 
#1 Traveling Screen Malfunction 
NPDES Permit No. MA0028193 

Dear Mr. Harding: 

1.0 Summary 

Wheelabrator Saugus Inc (WSI) is providing written notification of a malfunction associated with the facilities #1 

Traveling Screen on February 5, 2014 between 08:00pm and 11:00 pm. Shortly after 08:00pm the Operations 

department identified the #1 Traveling Screen had not completed 15 minutes of operation for the 08:00 pm-

08:30 pm time period. An E&l Technician was immediately dispatched to investigate and discovered a failed 

proximity switch on the motor to the traveling screen. The proximity switch was replaced, and the #1 Traveling 

Screen was placed back in service shortly before 11:00 pm. During this time (08:00pm to 11:00 pm) the #1 

Traveling Screen did not operate for the required 15 minutes every half hour due to the malfunction. Following 

this event the #1 Traveling Screen has operated properly. Please note, the #2 Traveling Screen continued to 

operate properly. 

Z.O Written Submission Required Information 

As required a written submission is being provided within 5 days of the time WSI became aware of the 

circumstances and 24-hour oral notification was provided. WSI became aware of the situation when it occurred on 

February 5, 2013 following a 14.1 minute run time on the #1 Traveling Screen during the 08:00pm to 08:30pm 

time period. Oral notification was made on February 6, 2013 to Mr. George Harding of United States 

Environmental Protection Agency at 09:20am and Mr. Muhammad Ahsan of the Massachusetts Department of 

Environmental Protection (MADEP) at 09:51am by Mark Grady, Environmental Manager. A follow up email 

(enclosed) was also sent. 

Z.l Description of Noncompliance and Cause 

The facilities #1 Traveling Screen did not operate for the required 15 minutes for every 30 between the hours 

of 08:00pm and 11:00 pm on February 5, 2014. The malfunction was caused by a failure of the traveling 

screen motors' proximity switch. 






